
TOG Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001350971 MAIN REPLACE 3EA  CELLS IN ODT 2 4481-ODT0002
0001010760 4475-ODT01-ALARM:NOTIFIED COLLIER 4475-ODT0001
0001016875 4707-HDT01-ALARM IS IN ALARM:NOTIFIED COLLIER, 911 4707-HDT0001
0001021167 4619 ODT0=-04 IN ALARM MOORE CHECKING 4619-ODT0004
0001021158 ODT01 TOGGLED INTO ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4648
0000997962 4532-ODT01-ALARM ODT01 IN ALARM.  RITTER AND PETTUS NOTIFIED. 4532
0000998113 455-ODT01-ALARM:NOTIFIED COLLIER 4555
0001021115 FAULT READING ON UV DETECTOR 4628
0001123735 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4567
0001038790 4583 TRAILER PRANCE CHECKING OXYGEN ALARM 4583
0001028056 4619-ODTO2-ALARM  O2 ALARM IN ALARM AT BUILDING 4619.  A. BAKER 

NOTIFIED.
4619

0001043975 4705 ODT-04 IN ALARM PRANCE CHECKING 4705-ODT0004
0001043978 4705-ODT04-ALARM. REPAIR FLASHING LIGHT ON OUTSIDE OF RM/BLDG. 4705-ODT0004
0001043950 4705-ODT04-ALARM IS IN ALARM:NOTIFIED BURLESON 4705-ODT0004
0001050536 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4583
0001038856 ODT06 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. 4707
0001038883 4612 odt-03 in alarm QUILLEN CHECKING 4612-ODT0003
0001028057 4760-FIRE-ALARM  FIRE ALARM IN ALARM AT BUILDING 4760.  A. BAKER 

NOTIFIED.
4760

0001028052 4476 ODT-01 IN ALARM FALSE CAUSED BY RADIO MOORE RESET 4476-ODT0001
0001033319 ODT01 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4475
0001033268 ODT03 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4711
0001033657 HYDROGEN ALARM, COLLIER NOTIFIED 4530
0001033535 4718-1 ODT01 IS IN ALARM:NOTIFIED COLLIER 4718-1-ODT0001
0001033441 4481-ODT04-ALARM, IN ALARM. M.LUDLOW NOTIFIED. 4481-ODT0004
0001033632 4708 ODT-03 IN ALARM PRANCE IN ROUTE 4708-ODT0030
0001294282 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4628
0001294468 4605 ODT-01 IN ALARM PRANCE CHECKING 4605-ODT0001
0001281452 ODT01 TOGGLING IN/OUT OF ALARM. NOTIFIED SECURITY AND RITTER. 4623-ODT0001
0001281596 4676 / 103 REPLACE THE OLD OXYGEN DETECTION SYSTEM LOCATED IN 

ROOM 103 ON THE WEST WALL.
4676RM0103

0001284499 02 TROUBLE ALARM , & UV DETECTOR IN TROUBLE MODE( NOTIFIED 
COLLIER)

4628-ODT0001

0001284446 4708 E-20 AUDIBLE ALARM MOORE CHECKING 4708RM1280
0001287238 4570 BLDG WEST OF ALARM  GOING OFF PRANCE CHECKING 4570WEST
0001271520 4761-ALARM  SECURITY REPORTS AUDIBLE ALARM AT 4761.  J. SCRIVNER 

NOTIFIED.
4761

0001278276 4623 ODT-01 IN ALARM BORDEN CHECKING 4623-ODT0001
0001274628 4623-ODT-ALARM, SAMPLE AIR AND RESET. W.RITTER NOTIFIED, CALLED 

IN S.DAVIS TO ASSIST.
4623-ODT0001

0001267565 4650 / RM 132 REPLACE SENSOR IN RM 102A PIT AREA-ODT #1 4650RM0102A
0001278269 ODT03 IS IN ALARM. SECURITY AND COLLIER NOTIFIED. 4718-ODT0003
0001281283 VERIFY OPERATION OF ODT01. BURLESON NOTIFIED 4561
0001281322 ODT09-ALARM IN ALARM. COLLIER NOTIFIED 4707
0001281639 ODT IN ALARM. SECURITY AND COLLIER NOTIFIED. 4623-ODT0001
0001267568 4650 / RM 132 REPLACE SENSOR IN RM 104-ODT #1 4650RM0104
0001274582 4739-ODT01-ALARM, RESET AFTER BREAKER EXERCISE. J.SCRIVNER 

NOTIFED
4739-ODT0001

0001281424 4570 ODT01 ALARM MR COLLIER NOTIFIED 4570-ODT0001
0001281438 4628-ODT01 COLLIER NOTIFIED 4628-ODT0001
0001274658 ODT03-ALARM IN ALARM. COLLIER NOTIFIED 4718
0001267389 02 ALARM 4708RMB0024A
0001267601 O2 ALARM IN ROOM 153 LARRY GRAY AND SECURITY NOTFIED. 4619
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0001267237 ODT04-ALARM IN ALARM. COLLIER NOTIFIED 4481-ODT0004
0001247895 REPLACE OXYGEN CELL 4628RM0115
0001274699 02 ALARM 4493
0001259821 AUDIBLE ALARM SOUNDING FROM FUEL TANK AREA. W.RITTER NOTIFIED. 4663WEST

0001267615 LOW BATTERY ON 02 ALARM 4708RMB0024A
0001247898 25 REPLACE OXYGEN CELL 4628FLR01
0001260012 4205-M_4WTRDET IN ALARM AK CHECKING 4205
0001259786 4705-ODT4-ALARM, RESET DUE TO POWER OUTAGE. L.BORDEN NOTIFIED. 4705-ODT0004
0001247903 REPLACE OXYGEN CELL 4628RM0112
0001254364 REPLACE CELL IN ODT0007 ( BURLESON) 4707-ODT0007
0001259666 4586 ODT-1 IN ALARM BORDEN CHECKING 4586-ODT0001
0001259664 4707 ODT ALARM CALLED IN BY SECURITY PRANCE CHCEKING 4707-ODT0001
0001259803 4705-ODT04-ALARM, RESET AFTER POWER OUTAGE. L.BORDEN NOTIFIED. 4705-ODT0004
0001259789 4761 02 ALARM 4761
0001259811 4708-ODT30-ALARM. SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED 

WILL WAIT FOR B.DUNN TO ARRIVE FOR SHIFT.
4708-ODT0030

0001247899 REPLACE OXYGEN CELL 4628RM0121
0001256933 ODT01-ALARM IN ALARM. BURLESON NOTIFIED 4628
0001259635 ODT01-ALARM IN ALARM. L.GRAY NOTIFIED 4760
0001254328 4586-ODT01-ALARM. SAMPLE AIR AND RESET ALARM. J.SCRIVNER 

NOTIFIED, B.DUNN CALLED IN TO ASSIST.
4586-ODT0001

0001239102 4707-ODT06-ALARM. SAMPLE AIR AND RESET ALARM. J.SCRIVNER AND 
W.RITTER NOTIFIED.

4707-ODT0006

0001224824 REPAIR  INOPERABLE GAS DETECTOR (SCREAMER) 4612RM1200
0001247810 4707-ODT06 IN ALARM 4707-ODT0006
0001248024 IN ALARM. BOBBY COLLIER NOTIFIED. LARRY GRAY ONSITE 4475-ODT0002
0001247669 ODT01 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4476
0001242369 4619 ODT-2 TOGGLING PRANCE CHECKING 4619-ODT0002
0001247625 4619-ODT02-ALARM  O2 SENSOR IN ALARM.  ELECTRICIANS NOTIFIED. 4619
0001247706 ODT01 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4628
0001247902 RM 24 REPLACE OXYGEN CELL 4628FLR01
0001239175 4612-ODT03-ALARM DUNN NOTIFIED 4612
0001239171 4619-ODT02-ALARM MR DUNN NOTIFIED 4619
0001239006 REPLACE OXYGEN SENSOR 4619RM0153
0001247587 02 ALARM 4631
0001239189 4619 ODT ALARM Lankford CHECKING 4619RM0155
0001224689 02 ALARM IN ARGON STORAGE BLDG 4618
0001224439 REPLACE CELLS IN ODT0003 ( BURLESON) 4650-ODT0003
0001217224 4473-HCFC-ALARM, TOGGLING IN/OUT OF ALARM. P.MITCHELL NOTIFIED. 4473-ODT0001
0001220381 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED GREG BURLSON. 4618
0001231214 ODT02 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4475
0001209420 4481-ODT02-ALARM B COLLIER NOTIFIED 4481-ODT0002
0001204721 TROUBLE ALARM 4483
0001201431 4586-ODT01-ALARM B COLLIER NOTIFIED 4586
0001209471 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4623
0001217035 02 TROUBLE LIGHTS IN ROOMS 25, 26 AND 131 4628FLR01
0001217025 4631 TROUBLE ALARM PRANCE CHECKING 4631
0001213014 RESTORE POWER AND REPLACE CELLS IN ODT0001 ( GRAY) 4553-ODT0001
0001213032 ODT TOGGLING IN-OUT OF ALARM. BOBBY COLLIER NOTIFIED. LARRY 

GRAY ONSITE.
4708-ODT0012

0001204741 4708 ODT-30 IN ALARM PRANCE CHECKING 4708-ODT0030
0001188289 4493-ODT01-ALARM.  TEX RITTER NOTIFIED.  DAVID GARREN CALLED OUT. 4493-ODT0001
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0001181607 4708-ODT08 O2 SENSOR IN ALARM.  M. LUDLOW NOTIFIED. 4708
0001188305 4623-ODT01 RM113 IS TOGGLING IN AND OUT OF ALARM. PETTUS NOTIFIED. 4623-ODT0001

0001188292 4628 ODT ALARM PHILLIPS CHECKING 4628
0001195255 REPLACE CELL IN O2 PANEL ( BURLESON) 4493RM0113
0001195284 4467-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. SCRIVNER AND 

RITTER NOTIFIED.
4467-ODT0001

0001195372 ODT30 IN RM1114 IS IN ALARM. NOTIFIED GREG BURLSON. 4708
0001184498 4493 AUDIBLE ALARM ROOM 113 BORDEN CHECKING 4493RM0113
0001169929 4493-ODT-ALARM, RM 113, SAMPLE AIR AND RESET. SCRIVNER AND RITTER 

NOTIFIED.
4493RM0113

0001177111 RECEIVED CALL THAT O2 SENSOR IN ZONE 4 IS ACTING ABNORMAL. 
NOTIFIED BOBBY COLLIER.

4653

0001181396 & 4530 ALL HDTS & ODTS ARE IN ALARM. NOTIFIED BOBBY COLLIER AND 
SECURITY.

4532

0001195256 REPLACE CELL IN 0DT0001 ( BURLESON) 4467-ODT0001
0001195230 REPLACE BATTERY IN CELL ON ODT0035 ( BURLESON) 4708-ODT0035
0001181582 4493-ODT02-ALARM.  TEX RITTER NOTIFIED AND DALE BORDEN CALLED 

OUT.
4493-ODT0002

0001181552 02 ALARM 4653
0001160088 4493-ODT02-ALARM.  DALE BORDEN NOTIFIED. 4493-ODT0002
0001163094 02 TROUBLE ALARM 4618RM0101A
0001163161 REPLACE OXYGEN SENSOR 4623RM0117
0001167255 4586-ODT01 TOGGLED IN AND OUT OF ALARM COLLIER NOTIFIED 4586
0001153887 4628-ODT01-ALARM  O2 ALARM IN ALARM.  J. SCRIVNER AND T. RITTER 

NOTIFIED.
4628

0001148344 4554 / 12 INSTALL LOW ALARM RELAY TO ODT -2 4554
0001163129 4493 ODT ALARM CALLED IN BY SECURITY PRANCE CHECKING 4493
0001123730 4653-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED, 

T.PETTUS CALLED IN TO ASSIST.
4653-ODT0001

0001153899 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4628
0001113896 4623-ODT01-ALARM B COLLIER 4623-ODT0001
0001154304 4623 ODT-01 IN ALARM PRANCE CHECKING 4623-ODT0001
0001159906 02 PANEL SHOWING 5 TROUBLE LIGHTS 4628
0001153838 SPMP1-SUHIAL TOGGLING IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. 4610
0001147786 02 ALARM 4493RM0149
0001147759 02 ALARM 4718-3
0001144705 ADJUST 02 MONITOR, HIGH MODE 4628-ODT0001
0001142039 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER. 4476
0001123734 4619-RM153_O2-ALARM. SAMPLE AIR AND RESET ALARM. W.RITTER 

NOTIFIED, CALLED IN S.DAVIS TO ASIST.
4619RM0153

0001147685 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. 4618
0001136125 4708-ODT25-ALARM.  LARRY LANKFORD NOTIFIED. 4708-ODT0025
0001142180 4619 ODT-01 IN ALARM PRANCE CHECKING 4619-ODT0001
0001142128 02 ALARM 4628
0001142070 4541 AUDIBLE ALARM CALLED IN BY SECURITY LANKFORD GOING TO 

ASSIST USER
4541

0001136150 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4570-ODT0001
0001136489 ODT IN ALARM. BOBBY COLLIER NOTIFIED. LARRY GRAY ON SITE. 4570-ODT0001
0001139070 02 BATTERY BEEPING 4707RM0103
0001142054 02 ALARM 4663
0001142168 02 ALARM 4628
0001133053 CHECK UNKNOWN ALARM / TURNER AWARE ( SUMMER) 4553
0001130127 HYDROGEN DETECTOR IN TROUBLE MODE, BURLESON AWARE 4628
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0001095451 TROUBLE ALARM IN 2 UV DETECTORS 4628
0001121018 4623-ODT01-ALARM, SAMPLE AIR AND RESET O2 ALARM SYSTEM. 4623-ODT0001
0001118558 4619 ROOM 153 ODT ALARM BORDEN CHECKING 4619RM0153
0001136124 4718-ODT25 IN ALARM B DUNN NOTIFIED 4708
0001110731 OXYGEN SENSOR GOING OFF 4531
0001113396 ODT0001 IN ALARM , BOBBY COLLIER NOTIFIED 4623-ODT0001
0001095411 REMOVE ODT #3 4493-ODT0003
0001095413 REMOVE OXGEN DETECTIOON SYSTEM  #1 4493-ODT0001
0001095822 4653-ODT01-ALARM   O2 SENSOR IN ALARM AT 4653.  SECURITY NOTIFIED 

TO SECURE AREA.
4653

0001102174 4776 O2 ALARM G BURLISON NOTIFIED 4776
0001107260 UV DETECTOR IN TROUBLE MODE (HYDROGEN TEST FACILITY) RM 116 - 

GREG BURLESON CONTACTED
4628

0001102208 4623-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED, 
WILL CLEAR AT SHIFT CHANGE.

4623-ODT0001

0001095550 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4628
0001098693 02 TROUBLE ALARM 4493RM0113
0001136490 02 ALARM (SUMMER) 4570
0001144698 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. 4570
0001159883 REPAIR HORN/STROBES (GRAY) 4718-ODT0001
0001153874 02 MONITOR IN HIGH MODE IN HALL NEAR RM 30 4628
0001173344 ODT03 TOGGLED ON/OFF IN ALARM. NOTIFIED BOBBY COLLIER AND 

SECURITY.
4612

0001136090 W106 REPLACE HORN ON 0/2 SYSTEM 4711FLR01
0001356596 4727-TROUBLE ALARM  TROUBLE ALARM IN ALARM AT 4727.  T. RITTER 

NOTIFIED.
4727

0001356627 ODT IN ALARM LARRY GRAY NOTIFIED. 4739-ODT0001
0001344974 4481 ODT-4 IN ALARM DUNN & LANKFORD CHECKING 4481-ODT0004
0001348814 4481 ODT-2 IN ALARM BORDEN CHECKING 4481-ODT0002
0001337925 REPLACE ODT ( BURLESON) 4481RM0230
0001337934 REPLACE ODT ( BURLESON) 4481RM0263
0001348779 4707 ODT06 ALARM COLLIER NOTIFIED 4707
0001345028 O2 ALARM SOUNDING 4628RM0123
0001344972 4718-ODT02-ALARM DUNN NOTIFIED 4718
0001350999 4481 ODT-02 IN ALARM BORDEN CHECKING 4481-ODT0002
0001351076 02 TROUBLE ALARM 4718RM0118
0001356826 4487 / 177 REPLACE ODT SENSOR 4487
0001337943 REPLACE ODT ( BURLESON) 4481RM0371C
0001338167 CALIBRATE C/O SENSOR, NEED BY 6/14/06 4755RM0100
0001337942 REPLACE ODT ( BURLESON) 4481RM0215
0001337945 REPLACE ODT ( BURLESON) 4481RM0371
0001337949 REPLACE ODT ( BURLESON) 4481RM0230
0001337951 REPLACE ODT ( BURLESON) 4481RM0359
0001345170 4476 ODT-01 IN ALARM PRANCE CHECKING 4476-ODT0001
0001354346 4583 ODT-01 IN ALARM BORDEN CHECKING 4583-ODT0001
0001344925 4551 ODT01 ALARM COLLIER NOTIFIED 4551
0001338067 4739-ODT01-ALARM.  TEX RITTER & TIM PETTUS NOTIFIED. 4739-ODT0001
0001335784 4611 AUDIBLE ALARM PRANCE CHECKING 4611
0001351151 REPLACE SENSER RM 109,110,PUMP HOUSE 4583RM0109
0001351152 REPLACE SENSER RM 105,106,107 4583FLR01
0001356715 4707-O2-ALARM  SECURITY REPORTS O2 ALARM AT 4707 IN RM 104.  L. 

LANGFORD NOTIFIED.
4707RM0104

0001356602 ODT04 IN ALARM. BOBBY COLLIER AND LARRY GRAY NOTIFIED. 4705-ODT0004
0001345100 ODT0003, TROUBLE ALARM ( BURLESON NOTIFIED) 4205RM0100Z
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0001326912 4628 / RM15 REPLACE H/2 SENSOR 4628
0001340906 ODT06 IN ALARM. LARRY GRAY NOTIFIED. 4707-ODT0006
0001335796 ODT04-ALARM IN ALARM. BURLESON NOTIFIED 4481-ODT0004
0001326915 4628 / RM12 REPLACE H/2 SENSOR 4628
0001326916 4628 / RM7 REPLACE H/2 SENSOR 4628
0001337970 4619-ODT02-ALARM.  MIKE PRANCE NOTIFIED. 4619-ODT0002
0001332825 4487B-ODT02-ALARM.  MIKE PRANCE & DALE BORDEN NOTIFIED. 4487B-ODT0002
0001332824 4481-ODT04-ALARM.  DALE BORDEN & MIKE PRANCE NOTIFIED. 4481-ODT0004
0001332874 ODT01 IN ALARM. BOBBY COLLIER NOTIFIED. 4648-ODT0001
0001326917 4628 / RM6 REPLACE H/2 SENSOR 4628
0001326918 4628 / RM2 REPLACE H/2 SENSOR 4628
0001332962 4707 ODT-14 IN ALARM BORDEN CHECKING 4707-ODT0014
0001338073 4487C-ODT01-ALARM  O2 ALARM IN ALARM.  ELECTRICIANS NOTIFIED. 4487C-ODT0001
0001337998 4532 ODT01 IN ALARM B COLLIER NOTIFIED 4532-ODT0001
0001332853 4755 ODT-01 IN ALARM LANKFORD CHECKING 4755-ODT0001
0001320570 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4487
0001313941 SECURITY REPORTS AN ODT ALARM AT 4628. LARRY LANGFORD NOTIFIED 

AND IS ONSITE.
4628

0001314157 IN ALARM BOBBY COLLIER AND SECURITY NOTIFIED.. LARRY GRAY 
ONSITE

4623-ODT0001

0001326932 TROUBLE LIGHT IN HYDROGEN DETECTION PANEL 4628RM0131
0001326972 4586-ODT01-ALARM.  COLLIER NOTIFIED. 4586-ODT0001
0001320582 ODT01-ALARM IN ALARM. BURLESON NOTIFIED 4476
0001314119 ODT ALARM. GREG BURLESSON AND SECURITY NOTIFIED. 4583-ODT0002
0001310657 4707-ODT13-ALARM, SAMPLE AIR AND RESET ALARM. J.SCRIVNER AND 

W.RITTER NOTIFIED.
4707-ODT0013

0001307885 O2 ALARM SOUNDING. ( NOTIFIED MILLER) 4760RM0118
0001307780 02 ALARM/ BOBBY COLLIER NOTIFIED. 4656-ODT0001
0001313937 4554 TRAILOR ODT-02 IN ALARM DUNN CHECKING 4554
0001297995 4656 / 100 REMOVE 4656-ODT0001 AND ALL ASSOCIATED SIGNAGE.  

COORDINATE REMOVAL WITH UCS PERSONNEL.
4656-ODT0001

0001307828 4628 ODT ALARM PRANCE CHECKING 4628-ODT0001
0001307649 4660 FUEL TANK AUDIBLE ALARM. 4660
0001301233 4619 ODT-01 IN ALARM PRANCE CHECKING 4619-ODT0001
0001281478 4481 ODT-04 IN ALARM LANKFORD CHECKING 4481-ODT0004
0001297998 4550 / 1ST FL REMOVE 4550-ODT0002 AND ALL ASSOCIATED SIGNAGE.  

COORDINATE REMOVAL WITH UCS PERSONNEL.
4550-ODT0002

0001300864 ODT01-ALARM IN ALARM. BURLESON NOTIFIED 4475-ODT0001
0001304545 SECURITY AND BOBBY COLLIER NOTIFIED. KEVIN MILLER ON SITE 4707-ODT0003
0001239075 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4475
0001238951 ODT01 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4532-ODT0001
0001231591 BOBBY COLLIER AND LARY GRAY NOTIFIED. 4648-ODT0001
0001231434 4705-ODT02 IN ALARM B COLLIER NOTIFIED 4705-ODT0002
0001224571 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4475
0001110730 4530 ODT-1 IN ALARM BORDEN IN ROUTE 4530-ODT0001
0001118442 02 ALARM--6 ALARMS IN TROUBLE MODE 4628
0001121027 02 ALARM 4628RM0112A
0001110333 REPAIR TRANSMITTER ODT02, CHANNEL 2 ( BURELSON) 4205-ODT0002
0001121006 Greg Burlesson notified.  02 ALARM 4718-1-ODT0001
0001095409 REMOVE ODT #6 4493-ODT0006
0001095425 4708-ODT30-ALARM DUNN NOTIFIED 4708
0001098700 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER. 4739
0001095566 4739-ODT01-ALARM  O2 SENSOR IN ALARM.  J. SCRIVNER NOTIFIED. 4739
0001095412 REMOVE ODT #2 4493-ODT0002
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0001083936 4619 / HBAY RESET 0/2 SYSTEM (LUDLOW) 4619
0001083958 SPMP1-SUHIAL IN ALARM. NOTIFIED BOBBY COLLIER. 4610
0001083953 ODT03 TOGGLING IN/OUT OF ALARM. NOTIFIED SECURITY AND BOBBY 

COLLIER.
4718

0001083997 4705-ODT04-ALARM, SAMPLE AIR AND RESET ALARM. T.RITTER NOTIFIED, 
J.RICHARDSON CALLED IN TO ASSIST RITTER.

4705-ODT0004

0001077631 4530-ODT01-ALARM.  MIKE PRANCE NOTIFIED. 4530-ODT0001
0001077482 ODT05 IN ALARM. NOTIFIED BOBBY COLLIER. 4612
0001077616 Bobby Collier notified.--02 ALARM 4619-ODT0002
0001057457 THE OXYGEN SENSOR SYSTEM IN ROOM A107 HAS NOT BEEN INSPECTED 

SINCE 5/25/05 AND THE  INSPECTION TAG ON SYSTEM ODT003 LOCATED 
UNDER THE STAIRS OUTSIDE ROOM A107 IS UNREADABLE.  THE OYGEN 
SENSOR SYSTEM NEEDS TO CHECKED OUT .

4705RMA0107

0001057593 4708-ODT02 IS TOGGLING.  MIKE PRANCE NOTIFIED. 4708-ODT0002
0001057596 4708-ODT02-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED, 

S.DAVIS CALLED IN TO ASSIST.
4708-ODT0002

0001057564 4708-ODT02-ALARM IS IN ALARM:NOTIFIED COLLIER 4708-ODT0002
0001064379 CO MONITOR ABOUT TO GO INTO ALARM IN REMS AREA 4755
0001057639 4718-1 ODT01 IS IN ALARM:NOTIFIED COLLIER 4718-1-ODT0001
0001057635 4612-ODT02-ALARM IS IN ALARM:NOTIFIED COLLIER 4612-ODT0002
0001039003 4487B ODT-02 IN ALARM QUILLEN CHECKING 4487B-ODT0002
0001033336 ODT02 TOGGLED IN/OUT OF ALARM. NOTIFIED LARRY GREY AND 

SECURITY.
4551

0001038947 ODT02 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4475
0001033262 4711-ODT03-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER 

NOTIFIED.D.BORDEN CALLED IN TO ASSIST.
4711-ODT0003

0001038757 ALARM SENSOR IN PANEL SOUNDING IN MAIN LOBBY 4205
0001027657 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. RADIO 

WAS KEYED.
4618

0001356717 4707-ODT05-ALARM  O2 ALARM IN ALARM IN NORTH HIGH BAY.  T. RITTER 
TO CHECK.

4707

0001345071 4476-ODT01 ALARM  O2 SENSOR IN ALARM.  ELECTRICIANS NOTIFIED. 4476
0001356708 4583 ODT01 ALARM DUNN NOTIFIED 4583-ODT0001
0001345034 ODT01-ALARM IN ALARM. COLLIER NOTFIED 4628
0001326910 4628 / RM17 REPLACE H/2 SENSOR 4628
0001326913 4628 / RM14 REPLACE H/2 SENSOR 4628
0001332830 4755-ODT01-ALARM. SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED. 4755-ODT0001

0001350942 ODT IN ALARM. GREG BURLESSON AND BOBBY COLLIER NOTIFIED. 4475-ODT0001
0001337948 REPLACE ODT ( BURLESON) 4481RM0330
0001304561 4628 ODT-01 IN ALARM PRANCE CHECKING 4628-ODT0001
0001317434 4707 ODT-11 IN ALARM PRANCE CHECKING 4707-ODT0011
0001330048 4586 ODT-01 IN ALARM PRANCE CHECKING 4586-ODT0001
0001294285 02 ALARM 4628RM0127
0001307596 CHECK OUT 02 SENSOR (NOT WORKING PROPERLY) 4551BSMT
0001345075 ODT IN ROOM 157 IN ALARM. REPORTED TO UCS BY SECURITY. BOBBY 

COLLIER NOTIFIED. GREG BURLESSON ON SITE.
4707

0001300943 02 TROUBLE ALARM 4539
0001021337 4708-ODT30-ALARM IS IN ALARM:NOTIFIED COLLIER 4708-ODT0030
0001325508 4708 / BSMT REPLACE CELL ODT #7 (2313A) 4708-ODT0007
0001021264 UV DETECTOR IN TROUBLE MODE IN ZONE 23 AND 16 4628
0001307511 OXYGEN SENSOR BEEPING - NEEDS NEW BATTERY -  ROOM AB150 4487
0001287870 HYDROGEN GAS ALARM. BOBBY COLLIER, SECURITY, AND MR. BERRY 

NOTIFIED
4628
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0001259658 4605 ODT-1 IN ALARM BURELSON NOTIFIED 4605-ODT0001
0001301186 BOBBY COLLIER AND SECURITY NOTIFIED. 4623-ODT0001
0001301010 4618 POSSSIBLE O2 DUNN NOTIFIED 4618
0001300902 4650-ODT03-ALARM, SAMPLE AIR AND RESET ALARM. J.SCRIVNER AND 

W.RITTER NOTIFIED
4650-ODT0003

0001287434 REPAIR HORNS AND STROBES (WALTON) 4481-ODT0004
0001287433 REPAIR HORNS AND STROBES (WALTON) 4481-ODT0002
0001021249 ODT in alarm located in 1309 has toggled in and out of alarm today. James Richardson 

called out.
4612-ODT0005

0001338069 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4739-ODT0001
0001281585 4583 ODT-02 TOGGLING BORDEN CHECKING 4583-ODT0002
0001317436 4481 ODT-4 IN ALARM PRANCE CHECKING 4481-ODT0004
0001254095 ODT01 IN ALARM. NOTIFIED SECURITY AND LARRY LANGFORD. 4586
0001247830 4555-ODT01-ALARM.  MIKE PRANCE NOTIFIED. 4555-ODT0001
0001281468 4718-ODT03 ALARM B DUNN NOTIFIED 4718-ODT0003
0001195240 02 ALARM IN SHOP AREA 4539
0001160094 4705-ODT04-ALARM B DUNN NOTIFIED 4705
0001153965 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4623
0001147765 4619-RM153_ODT-ALARM COLLIER NOTIFIED 4619RM0153
0001147686 SEWER ALARM ACTIVE. NOTIFIED BOBBY COLLIER. 4707
0001195534 AUDIBLE ALARM SOUNDING 4612RM0020
0001142181 4530-ODT01-ALARM   O2 ALARM IN ALARM AT 4530.  SECURITY NOTIFIED. 4530
0001123747 02 ALARM 4618-ODT0001
0001123744 4623 ODT-1 TOGGLING LANKFORD CHECKING (CUT AS ROUTINE  SINCE 

TOGGLING)
4623-ODT0001

0001123796 2 OXYGEN DECTORS ARE READING FAULT 4628
0001110327 FAULT READING ON UV DETECTION SYSTEM 4628RM0115
0001098703 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER. 4476
0001064355 RESET 4205-M.2-WTRDET ALARM:NOTIIFED COLLIER 4205-MDT0002
0001070521 4605-ODT01-ALARM.  DALE BORDEN NOTIFIED. 4605-ODT0001
0001070373 ODT04 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4612
0001064234 FAULT READING ON UV DETECTOR 4628
0001057455 RECEIVED CALL FROM SECURITY THAT THEY RECEIVED A CALL FROM MR. 

BERRING THAT AN ODT IS IN ALARM. NOTIFIED BOBBY COLLIER.
4539

0001057608 4605 ODT01 ALARM ART NOTIFIED 4605
0001050791 4705-ODT03-ALARM IS IN ALARM:NOTIFIED GREG BURLESON 4705-ODT0003
0001043883 4623-ODT01-ALARM IS IN ALARM:NOTIFIED GRAY 4623-ODT0001
0001050474 4707-ODT13-ALARM, SAMPLE AIR AND RECALIBRATE CELL. A.BAKER AND 

W.RITTER NOTIFIED.
4707RM0157A

0001039138 REPAIR UV DETECTION SYSTEM FAULT LIGHT BY HYDROGEN TANK 4628
0001033525 4586-O2 ALARM  SECURITY REPORTS O2 ALARM AT 4586.  D. SLEDGE 

NOTIFIED.
4586

0001027714 ODT05 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4711
0001033575 4718-1-ODT01-ALARM:NOTIFIED COLLIER 4718-1-ODT0001
0001027936 O2 ALARM- BOBBY COLLIER NOTIFIED 4555RM0102
0001028043 4554-odt01 is in alarm:notified collier 4554-ODT0001
0001027906 REMOVE/TAKE HYDROGEN DETECTOR OUT OF SERVICE 4523
0001338365 BOBBY COLLIER AND LARRY GRAY NOTIFIED OF ODT IN ALARM 4718-ODT0002
0001356610 ODT1 IN ALARM. LARRY GRAY NOTIFIED. 4475-ODT0001
0001341953 ODT IN ALARM. LARRY GRAY NOTIFIED. 4739-ODT0001
0001345069 4205 ODT-01 IN ALARM BORDEN CHECKING 4205-ODT0001
0001332847 4205 M_1WTRDET IN ALARM DUNN CHECKING 4205
0001326914 4628 / RM13 REPLACE H/2 SENSOR 4628
0001356825 4487 / 178 REPLACE ODT SENSOR 4487
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TOG Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001356626 ODT 04 IN ALARM LARRY GRAY NOTIFIED. 4705-ODT0004
0001344973 4619-ODT02-ALARM.  LARRY LANKFORD NOTIFIED. 4619-ODT0002
0001345033 HYDGAS-ALARM IN ALARM. COLLIER NOTIFIED 4628
0001337926 REPLACE ODT ( BURLESON) 4481RM0228
0001297997 4551 / 100 REMOVE 4551-ODT0001 AND ALL ASSOCIATED SIGNAGE.  

COORDINATE REMOVAL WITH UCS PERSONNEL.
4551-ODT0001

0001356585 4707-ODT06-ALARM  O2 ALARM IN ALARM.  J. SCRIVNER NOTIFIED. 4707
0001332742 4583 ODT-1 IN ALARM PRANCE & BORDEN CHECKING 4583-ODT0001
0001021336 4739-ODT01-ALARM IS IN ALARM:NOTIFIED COLLIER 4739-ODT0001
0001345067 4718 ODT-02 IN ALARM BORDEN CHECKING 4718-ODT0002
0001294483 4539-ODT01-ALARM, RESET O2 SYSTEM, J.SCRIVNER NOTIFIED. 4539-ODT0001
0001327150 ODT IN ALARM BOBBY COLLIER NOTIFIED. 4628-ODT0001
0001247622 4619 ODT-02 IN ALARM PRANCE CHECKING 4619-ODT0002
0001021246 4612-ODT05-ALARM  O2 ALARM IN ALARM AT BUILDING 4612.  T. QUILLEN 

CALLED IN TO ASSIST J. MOORE.
4612

0001260014 4605 ODT-01 IN ALARM PRANCE CHECKING 4605-ODT0001
0001259906 4707 / ODT 5 REPLACE SENSOR 4707-ODT0005
0001267632 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4475-ODT0002
0001253993 02 ALARM 4550
0001281368 4707-ODT09-ALARM.  MIKE PRANCE NOTIFIED. 4707-ODT0009
0001254367 GREG BURLESSON AND SECURITY NOTIFIED. LOCATED IN E1. LARRY GRAY 

ONSITE    02ALARM
4570-ODT0001

0001247897 REPLACE OXYGEN CELL 4628RM0119
0001259808 4739-ODT1-ALARM, RESET AFTER POWER OUTAGE. L.BORDEN NOTIFIED. 4739-ODT0001
0001248054 4475-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. J.SCRIVNER 

NOTIFIED AND L.GRAY CALLED IN TO ASSIST.
4475-ODT0001

0001259807 4705-ODT02-ALARM, RESET AFTER POWER OUTAGE. L.BORDEN BOTIFIED. 4705-ODT0002
0001313920 4707 / RM 120 REPLACE EXISTING DELTA F OXYGEN MONITOR WITH NEW 

SAFE T NET 100--ODT 9
4707RM0120

0001231466 4475-ODT01-ALARM.  MIKE PRANCE NOTIFIED. 4475-ODT0001
0001220317 02 TROUBLE 4628
0001217233 O2 ALARM GOING OFF.  DUNN NOTIFIED 4628
0001204743 4739 ODT-1 IN ALARM BORDEN CHECKING 4739-ODT0001
0001190995 HDT03 IN ALARM. NOTIFIED LARRY GRAY AND SECURITY. 4530
0001195452 02 TROUBLE 4650RM0103
0001195448 02 TROUBLE 4628
0001188299 4493 ODT ALARM PHILLIPS CHECKING 4493
0001213031 ODT IS TOGGLING IN-OUT OF ALARM. BOBBY COLLIER NOTIFIED, LARRY 

GRAY ONSITE.
4708-ODT0008

0001181595 4708-ODT08-ALARM  O2 SENSOR IN ALARM.  ELECTRICIANS NOTIFIED. 4708
0001188311 ODT IN ALARM. PETTUS NOTIFIED. 4532-ODT0001
0001181601 ODT 08 IN ALARM. ROBERT WASHINGTON NOTIFIED. 4708-ODT0008
0001173457 REPAIR STROBE LIGHT 4760-ODT0001
0001160092 4475- ODT01 ALARM B DUNN NOTIFIED 4475
0001163162 REPLACE CELL IN ODT 4 4493-ODT0004
0001188155 4487 / B126 REPLACE CELL 4487-BWING
0001188156 4475 / HALL ODT 1 REPLACE CELLS 2EA 4475-ODT0001
0001205726 ODT01 IN RM10 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4605
0001142034 ODT03 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. 4707
0001204719 TROUBLE ALARM 4566
0001139076 4487 ODT ALARM PRANCE CHECKING BETWEEN B & C WINGS 4487
0001136089 REPLACE BATTERY ON ODT 0003 4612-ODT0003
0001142171 4628 ODT-01 IN ALARM PRANCE CHECKING 4628-ODT0001
0001126780 02 TROUBLE ALARM 4628RM0112
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TOG Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001118573 4653-ODT01-ALARM  O2 SENSOR IN ALARM.  L GRAY NOTIFIED. 4653
0001118403 4530-ODT01 IS IN ALARM.  MIKE PRANCE NOTIFIED. 4530-ODT0001
0001115213 4570-ODT01-ALARM B COLLIER NOTIFIED 4570
0001121019 4653-ODT01-ALARM. SAMPLE AIR AND RESET O2 ALARM SYSTEM. 

J.SCRIVNER NOTIFIED.
4653-ODT0001

0001118940 CHECK UNKNOWN ALARM/ COLLIER AWARE 4205RM0100Z
0001095410 REMOVE ODT #5 4493-ODT0005
0001095408 REMOVE ODT #7 4493-ODT0007
0001095406 REMOVE ODT #9 4493RM0140
0001098704 ODT04 IN ALARM. NOTIFIED BOBBY COLLIER. 4705
0001089755 4530-ODT01-ALARM IS IN ALARM:NOTIFIED LARRY GRAY 4530-ODT0001
0001083938 4493 / HBAY RESET 0/2 SYSTEM(LUDLOW) 4493
0001083932 4612 / 1ST FLOO UPS ALARM (LUDLOW) 4612FLR01
0001084007 4705-ODT04-ALARM  O2 SENSOR IN ALARM IN E2.  J. SCRIVNER AND T. 

RITTER NOTIFIED.
4705

0001077638 4653-ODT01 IN ALARM A MONDRAGON NOTIFIED 4653
0001057606 4708-O2-ALARM ART NOTIFIER 4708
0001043965 REPAIR FALLEN O2 SENSOR MONITOR IN 4570 TUNNEL 4570
0001050849 4530 ODT-01 IN ALARM PRANCE CHECKING 4530-ODT0001
0001043873 4628-ODT01 IS IN ALARM:NOTIFIED LARRY GRAY 4628
0001043977 4705-ODT04-ALARM, SAMPLE AIR AND RESET SYSTEM. A.BAKER AND 

T.RITTER NOTIFIED.
4705-ODT0004

0001050782 TWO ULTRAVIOLET TROUBLE LIGHTS 4628
0001028097 FAULT READING ON UV DETECTOR, OUTSIDE,  NEAR HYDROGEN TRAYLOR 4628

0001033437 4619-ODT02-ALARM.  MIKE PRANCE NOTIFIED. 4619-ODT0002
0001033574 4532-ODT01 IS IN ALARM:NOTIFIED COLLIER 4532-ODT0001
0001033269 ODT02 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4551
0001033263 4551-ODT02-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER 

NOTIFIED.D.BORDEN CALLED IN TO ASSIST.
4551-ODT0001

0001038927 ODT02 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4475
0001028001 O2 ALARM 4554
0001027640 4531 ODT-01 IN ALARM BORDEN CHECKING 4531-ODT0001
0001027806 4475-ODT01-ALARM  O2 SENSOR IN ALARM AT BUILDING 4475.  T. RITTER 

AND A. BAKER NOTIFIED.
4475

0001354364 4648-ODT01-ALARM  O2 ALARM IN ALARM.  J. SCRIVNER NOTIFIED. 4648
0001356614 ODT01 IN ALARM BOBBY COLLIER NOTIFIED. LARRY GRAY ONSITE. 4487C-ODT0001
0001335798 02 ALARM (SUMMER) 4481RM0357C
0001338063 4761-ODT'S IN ALARM.  LARRY LANKFORD NOTIFIED AND DALE BORDEN 

CALLED OUT FOR ASSISTANCE.
4761

0001335693 02 ALARM--BOBBY COLLIER NOTIFIED. LARRY GRAY ON SITE. 4755-ODT0001
0001338059 4628 ODT01 B DUNN NOTIFIED 4628-ODT0001
0001337950 REPLACE ODT IN 257C ( BURLESON) 4481RM0257
0001337936 REPLACE ODT ( BURLESON) 4481RM0267
0001294250 4539-ODT01-ALARM.  DALE BORDEN NOTIFIED. 4539-ODT0001
0001274756 4708-ODT21-ALARM  O2 ALARM IN ALARM AT 4708.  SECURITY NOTIFIED. 4708
0001274678 02 ALARM (MCCLARY) 4676
0001259812 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4619
0001281729 HCFC LEVEL 3 ALARM. SWINFORD AND SECURITY NOTIFIED. H. WRIGHT ON 

SITE.
4473

0001326973 4707-ODT13-ALARM.  KEVIN MILLER NOTIFIED. 4707-ODT0013
0001021237 ODT in alarm. Martin Ledlow notified. 4618-ODT0001
0001260262 TROUBLE LIGHT ON HYDROGEN DETECTION SYSTEM 4628RM0131
0001254081 02 ALAMR/ BOBBY COLLIER NOTIFIED. 4707-ODT0006
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TOG Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001260034 ODT ALARM REPORTED BY SECURITY. LOCATED IN THE EAST HIGH BAY. 

BOBBY COLLIER AND LARRY GRAY NOTIFIED.
4619

0001321766 ODT IN ALARM. BOBBY COLLIER AND LARRY GRAY NOTIFIED. 4475-ODT0003
0001256889 4475-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. J.SCRVNER AND 

W.RITTER NOTIFIED.
4475-ODT0001

0001274769 4493-RM160-O2  O2 ALARM IN ALARM AT 4493.  J. SCRIVNER NOTIFIED. 4493
0001256890 4586-ODT01-ALARM. SAMPLE AIR AND RECALIBRATE CELL. J.SCRIVNER 

AND W. RITTER NOTIFIED.
4586-ODT0001

0001267348 4705-ODT02-ALARM.  JACK MOORE & MIKE PRANCE RESPONDED. 4705-ODT0002
0001247894 26 REPLACE OXYGEN CELL 4628
0001247900 REPLACE OXYGEN CELL 4628RM0123
0001260023 4600-AUDIBLE-ALARM  J. HUDSON REPORTS AUDIBLE ALARM COMING 

FROM LOBBY AREA.  J. SCRIVNER NOTIFIED.
4600

0001281470 4628 UNKNOWN ALARM DUNN NOTIFIED 4628
0001307651 4707 APPEARS TO BE 0DT ALARM RITTER CHECKING 4707
0001254370 02 TROUBLE ALARM 4570BSMT
0001259788 4623-ODT01-ALARM. SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED 

WILL WAIT FOR B.DUNN.
4623-ODT0001

0001294249 4481-ODT04-ALARM.  MIKE PRANCE NOTIFIED. 4481-ODT0004
0001281475 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4619-ODT0001
0001231568 CODT01 IN ALARM. BOBBY COLLIER NOTIFIED, GREG BURLESSON ON SITE. 

LOCATED IN ROOM 114A
4583-CODT0001

0001239038 ODT01 LOCATED IN RM 101. BOBBY COLLIER AND SECURITY NOTIFIED. 
LARRY GRAY ONSITE

4555-ODT0001

0001239117 4707-ODT06-ALARM COLLIER NOTIFIED 4707
0001224607 CALIBRATE 02 SENSOR 4612RM1204
0001209470 ODT10-ALARM TOGGLING. DUNN NOTIFIED 4708
0001201509 4475-ODT01-ALARM EG&G NOTIFIED 4475
0001201531 HYDROGEN SENSOR IN TROUBLE ALARM, COLLIER NOTIFIED 4628FLR01
0001190951 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED BURLSON AND SECURITY. 4718-1
0001184497 4550 AUDIBLE ALARM COLLIER NOTIFIED 4550
0001181588 4760 ODT01 B DUNN NOTIFIED 4760
0001181589 ODT01 ALARM 4648
0001181543 4653 ODT01 ALARM 4653
0001154017 HYDROGEN DETECTOR READING HIGH 4628RM0131
0001070710 4531-ODT01-ALARM:NOTIFIED COLLIER 4531-ODT0001
0001160664 ODT01 TOGGLING IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. 4623-ODT0001
0001167299 4586-ODT01 IS TOGGLING.  MIKE PRANCE AND DALE BORDEN NOTIFIED. 4586
0001188157 4550 / GRD FLR REPLACE ODT 1 CELL 4550GROUND
0001142125 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4530
0001136128 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4532
0001070674 4628 HYDROGEN GAS ALARM:NOTIFIED MARTIN LUDLOW 4628
0001224725 ODT02 IN ALARM. NOTIFIED SECURITY AND LARRY LANGFORD. 4619
0001130387 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4619
0001130028 4619-RM153_02-ALARM.  LARRY LANKFORD NOTIFIED AND BILLY DUNN 

CONTACTED FOR THE CALLOUT.
4619

0001120966 Hydrogen gas alarm at 4628. Bobby Collier notified. 4628
0001118296 REPLACE ODT # 4 WITH NEW SAFE T NET ( GRAY/BURLESON) 4493RM0140
0001110733 4628 HYDGAS ALARM BORDEN NOTIFIED 4628
0001095432 4605 ODT-01 IN ALARM LANKFORD CHECKING 4605-ODT0001
0001102107 ODT02 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER. 4612-ODT0002
0001098702 ODT30 IN ALARM. NOTIFIED BOBBY COLLIER. 4708
0001083930 4628 / 1ST FLOO RESET H/2 SYSTEM(LUDLOW) 4628FLR01
0001077643 4623-ODT01-ALARM.  ART MARTIN 4623-ODT0001
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TOG Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001077492 FAULT READING ON UV DETECTOR 4628
0001070638 4583-ODTO1-ALARM  O2 SENSOR IN ALARM. 4583
0001064120 TROUBLE LIGHT ON UV SYSTEM 4628
0001057364 ODT13 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4707
0001070635 4493-ODT03-ALARM  O2 SENSOR IN ALARM. 4493
0001070634 4708-ODT33-ALARM  O2 SENSOR IN ALARM.  S. DAVIS CALLED OUT FOR 

ELECTRICIANS.
4708

0001038884 4619 ODT-04 IN ALARM QUILLEN CHECKING 4619-ODT0004
0001033502 4523-ODT01 IS IN ALARM:NOTIFIED COLLIER 4523-ODT0001
0001027756 02 ALARM 4619RM0153
0001021171 4619-ODT04-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER AND 

A.BAKER NOTIFIED.
4619-ODT0004

0001354278 4476-ODT01 IN ALARM. LARRY GRAY NOTIFIED. 4476-ODT0001
0001337960 4554 TRAILOR ODT-02 IN ALARM BURLESON NOTIFIED 4554
0001332863 4619-O2-ALARM  SECURITY REPORTS AUDIBLE O2 ALARM AT 4619.  J. 

SCRIVNER NOTIFIED.
4619

0001345151 02 ALARM SOUNDING ROOM 128A 4707RM0128
0001021350 4705ODT04-ALARM:NOTIFIED COLLIER 4705-ODT0004
0001344922 4583 ODT01 ALARM COLLIER NOTIFIED 4583-ODT0001
0001356710 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4530-ODT0001
0001326911 4628 / RM16 REPLACE H/2 SENSOR 4628
0001344970 4583-OFT01-ALARM, IN ALARM, RESET ALARM. W.RITTER NOTIFIED. 4583-ODT0001
0001356586 4739-ODT01-ALARM  O2 SENSOR IN ALARM.  J. SCRIVNER NOTIFIED. 4739-ODT0001
0001350972 MAIN REPLACE 3EA  CELLS IN ODT 1 4631
0001326853 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4583
0001337947 REPLACE ODT ( BURLESON) 4481RM0236
0001294360 4708-ODT30-ALARM  O2 SENSOR IN ALARM.  ELECTRICIANS NOTIFIED. 4708-ODT0030
0001297996 4561 / 101 REMOVE 4561-ODT0001 AND ALL ASSOCIATED SIGNAGE.  

COORDINATE REMOVAL WITH UCS PERSONNEL.
4561-ODT0001

0001351082 ODT 1 IN ALARM. GREG BURLESSON NOTIFIED. SECURITY NOTIFIED. 4551-ODT0001
0001338170 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4475
0001332856 4481 ODT04 IN ALARM J MOORE NOTIFIED 4481
0001300878 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4436
0001259814 4711 W 32 AUDIBLE ALARM DUNN CHECKING 4711RMW0132
0001301147 SECURITY AND BOBBY COLLIER NOTIFIED. 4628-ODT0001
0001287482 4554 TRAILOR ODT IN ALARM BORDEN CHECKING 4554
0001263647 4718-1 ODT-01 IN ALARM QUILLEN CHECKING 4718-1-ODT0001
0001259907 4707 / ODT 2 REPLACE SENSOR 4707-ODT0002
0001320459 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4628
0001247875 02 TROUBLE 4628
0001274624 4555 ODT01 IN ALARM MR COLLIER NOTIFIED 4555
0001327098 4475 ODT-01 IN ALARM PRANCE CHECKING 4475-ODT0001
0001242401 TROUBLE ALARM IN HYDROGEN SENSOR 4628RM0131
0001274644 4493-RM160-O2  O2 ALARM IN ALARM AT 4493.  J. SCRIVNER NOTIFIED. 4493
0001317432 4707 / RM 157 REPLACE OXYGEN CELLS RM 157(4707) AND E6 (4708) 

MATERAIL ONLY
4707RM0157

0001247901 RM 9 REPLACE OXYGEN CELL 4628
0001259665 4475 ODT-02 IN ALARM BORDEN CHECKING 4475-ODT0002
0001307778 FAULT READING ON UV DETECTOR ( NOTIFIED COLLIER) 4628
0001287241 4711 ROOM E125 AUDIBLE ALARM PRANCE CHECKING 4711RME0125
0001298017 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4476-ODT0001
0001254027 4612-ODT03- ALARM COLLIER NOTIFIED 4612
0001231236 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4605
0001217235 SECURITY REPORTS UNKOWN ALARM GOIN OFF. DUNN NOTIFIED 4539

Page 11 of 13



TOG Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001209486 02 TROUBLE ALARM 4628
0001201490 4475-ODT01-ALARM B DUNN NOTIFIED 4475
0001188276 4583-ODT01 IN ALARM G BURLESON NOTIFIED 4583
0001181605 4586-ODT01-ALARM  O2 SENSOR IN ALARM.  M. LUDLOW NOTIFIED. 4586
0001173584 AUDIBLE ALARM (SIMMONS) 4533
0001153966 02 ALARM 4623RM0118
0001167404 02 ALARM     (GREG BURLESON NOTIIFED.) 4708-ODT0003
0001070779 HALL REPLACE OXYGEN DETECTION SYSTEM 4561-ODT0001. 4561RM0101
0001267374 ODT04-ALARM IN ALARM. COLLIER NOTIFIED 4705
0001267569 4481 / RM 132 REPLACE SENSOR IN ODT 5 4481-ODT0005
0001267567 4650 / RM 132 REPLACE SENSOR IN RM 104A-ODT #1 4650RM0104A
0001267566 4650 / RM 132 REPLACE SENSOR IN RM 102-ODT #1 4650RM0102
0001242377 4631-TROUBLE-ALARM  TROUBLE ALARM IN ALARM AT 4631.  J. SCRIVNER 

NOTIFIED.
4631

0001254101 4475 ODT-02 IN ALARM LANKFORD CHECKING 4475-ODT0002
0001242398 TROUBLE ALARM IN MAIN ENTRANCE 4631
0001227828 02 SENSOR IN HIGH MODE 4628-ODT0001
0001217199 4554 TRAILER ODT02 ALARM MR COLLIER NOTIFIED 4554
0001217022 HYDROGEN DETECTOR IN TROUBLE MODE 4628
0001201343 ODT01 IN B55/E-1 IS IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4570
0001209364 4476 ODT01 IN ALARM B COLLIER NOTIFIED 4476-ODT0001
0001201265 ODT05 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER AND 

SECURITY.
4612

0001188288 4628-ODT-ALARM REPORTED BY SECURITY.  JACK MOORE NOTIFIED. 4628
0001095428 4708-ODT30-ALARM, SAMPLE AIR AND RESET O2 SYSTEM. W.RITTER 

NOTIFIED AND L.GRAY CALLED IN TO ASSIST RITTER.
4708-ODT0030

0001095437 4618-O2-ALARM  O2 SENSOR IN ALARM RM 100 AT 4618.  T. RITTER 
NOTIFIED.

4618

0001095774 CHECK POSSIBLE 02 TROUBLE ALARM ( COLLIER NOTIFIED) 4493RM0113
0001027908 4481-ODT04-ALARM IS IN ALARM:NOTIFIED COLLIER 4481-ODT0004
0001095407 REMOVE ODT #8 4493-ODT0008
0001110284 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED LARRY GRAY. 4476
0001110334 REPAIR TRANSMITTER ODT02, CHANNEL 3 ( BURELSON) 4205-ODT0002
0001077635 4718-ODT03-ALARM. IN ALARM. W.RITTER NOTIFIED. 4718-ODT0003
0001070637 4475-ODT01-ALARM  02 SENSOR IN ALARM. ELECTRICIANS NOTIFIED. 4475
0001077673 ODT alarm toggled in and out of alarm 4653-ODT0001
0001083772 ODT03 TOGGLED IN/OUT OF ALARM. NOTIFIED LARRY GRAY AND 

SECURITY.
4718

0001083822 ODT06 TOGGLED ON/OFF IN ALARM. NOTIFIED LARRY GRAY. 4707
0001070522 4653-ODT01-ALARM.  HAS BEEN TOGGLING.  DALE BORDEN NOTIFIED. 4653-ODT0001
0001070627 4605 ODT-01 IN ALARM PRANCE CHECKING 4605-ODT0001
0001064081 FAULT ON UV DETECTOR / COLLIER AWARE 4628
0001083963 RE-CONNECT 02 SENSOR 4612RM1206
0001083889 4612 / 1204 --REPAIR/REPLACE DEFECTIVE/INOPERATIVE OXYGEN 

DEFICIENCY MONITORS-
4612RM1204

0001086968 ODT02 IN ALARM. NOTIFIED SECURITY AND  BOBBY COLLIER. 4619
0001087017 4530-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. RITTER AND 

SCRIVNER NOTIFIED.
4530-ODT0001

0001089659 ODT02 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4583
0001089765 02 TROUBLE ALARM/ COLLIER NOTIFIED 4618WEST
0001083931 4705 / 1ST FLOO RESET 0/2 SYSTEM(LUDLOW) 4705FLR01
0001083934 4475 / HALL RESET 0/2 SYSTEM (LUDLOW) 4475
0001083935 4583 / 1STFLOOR RESET O/2 SYSTEM(LUDLOW) 4583FLR01
0001083937 4708 / BASEMT RESET ODT #1(LUDLOW) 4708BSMT
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TOG Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001077479 ODT01 IN ALARM. NOTIFIED GARY LAYNE. 4531
0001077481 02 ALARM /COLLIER NOTIFIED 4530
0001077651 4623 ODT01 TOGGELING S DAVIS NOTIFIED 4623
0001077762 FAULT READING ON UV DETECTION SYSTEM 4628
0001077645 4705-ODT04-ALARM IS IN ALARM. NOTIFIED W.RITTER AND CALLED IN 

G.THORNTON
4705-ODT0004

0001077598 ODT toggled in and out of alarm. Collier notified 4653-ODT0001
0001083992 4718-ODT ALARM REPORTED BY SECURITY.  MIKE PRANCE NOTIFIED. 4718
0001083921 M_1WTRDET IN ALARM. NOTIFIED BOBBY COLLIER. 4205
0001077650 4718-ODT02-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED.  T.  

PETTUS AND S. DAVIS WILL CHECK WHEN S. DAVIS ARRIVES FOR 1ST 
SHIFT.

4718

0001070370 ODT01 AND ODT02 TRAILER ARE IN ALARM. NOTIFIED BOBBY COLLIER 
AND SECURITY.

4554

0001064479 4707-ODT06 IS IN ALARM:NOTIFIED COLLIER 4707-ODT0006
0001064328 4583-ODT01-ALARM IS MIN ALARM:NOTIFIED COLLIER 4583-ODT0001
0001064152 4650-ODT02-ALARM.  MIKE PRANCE NOTIFIED. 4650-ODT0002
0001057425 4619 ODT-02 & 04 IN ALARM AFTER POWER OUTAGE DAVIS CHECKING 4619-ODT0002
0001057435 RESET ALARM AFTER STORM. J.SCRIVNER NOTIFIED. 4761-MON0002
0001050729 ULTRAVIOLET TROUBLE LIGHT 4628
0001057473 ODT06 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4707
0001057509 UNKNOWN ALARM IN HALLWAY (POC BRENDA HANCOCK AT 544-8563) 4487
0001043944 4648-ODT01-ALARM IS IN ALARM:NOTIFIED BURLESON 4648-ODT0001
0001043964 4707-ODT09-ALARM IS IN ALARM:NOTIFIED BURLESON 4707-ODT0009
0001044056 4705-ODT04 IS IN ALARM.  JACK MOORE HAS BEEN NOTIFIED. 4705-ODT0004
0001038987 4205-M_2-WTRDET IS IN ALARM.   TOM FREY AND TONY QUILLEN NOTIFIED. 4205

0001039074 DISABLE 4551 O2 ALARM FOR STUTTS:NOTIFIED COLLIER 4551
0001039174 4570-ODT01-ALARM IS IN ALARM:NOTIFIED COLLIER 4570-ODT0001
0001039200 C-O ALARM IN THE REM OF THE HIBAY 4755RM0100
0001064091 ODT06 TOGGLED ON/OFF IN ALARM. NOTIFIED BOBBY COLLIER AND 

SECURITY.
4707

0001070709 02 ALARM AT TEST STAND 300 4530
0001057769 4718-ODT03-ALARM  O2 SENSOR IN ALARM.  S. DAVIS CALLED IN TO ASSIST 

J. SCRIVNER.
4718

0001057458 RECEIVED CALL FROM SECURITY THAT AN ODT WAS IN ALARM. NOTIFIED 
BOBBY COLLIER.

4530

0001057460 ODT01 IN ALARM. NOTIFIED BOBBY COLLIER AND SECURITY. 4718-1
0001027911 REPLACE FUSE AND FAN (GRAY-BURLESON) 4481-ODT0004
0001027966 FAULT ON UV DETECTOR 4628RM0115
0001021189 O2 ALARM IN ROOM 112A 4628RM0112A
0001021250 4708 ODT-09 IN ALARM PRANCE NOTIFIED 4708-ODT0009
0001027753 O2 alarm in room 153a 4619
0001027795 4619-ODT02 ALARM A MONGRAGON NOTIFIED 4619
0001027786 4711-ODT05 WAS IN TOGGLING ON 7/2/05.  MARTIN LUDLOW RESPONDED. 4711-ODT0005
0001021277 4551-ODT02-ALARM:NOTIFIED COLLIER 4551
0001133052 RESET SENSOR 4205RM0101
0001129946 FAULT READING ON UV DETECTOR 4628
0001126826 4619 ROOM 153 O2 ALARM PRANCE  CHECKING OUT TOGGLING 4619
0001129904 REPAIR 02 WARNING LIGHT AT NORTH DOOR  ( L. GRAY) 4618NORTH
0001129923 4653-ODT01-ALARM, SAMPLE AIR AND RESET METER. SCRIVNER AND 

RITTER NOTIFIED.
4653-ODT0001

0001123797 UV DECTOR READING FAULT 4628
0001126799 02 ALARM 4570
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